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Text annotations
Possible Water 
Leak

This is a moisture 
stain..temperature 
differential.

Guest Bathrrom seems to have a 
failed wax gasket or a plumbing leak 
near the base of the toilet.

Measurements
Sp1 63.2 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Other side of the same toilet. 
Guest Bathroom.

Measurements
Sp1 65.8 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Energy loss at the door sill. The 
dark spot in the photo is 40 
degrees colder than the inside 
temperature. The outside 
temperature at the time of the 
inspection was around 25 degrees. 
The door sweep is doing a good 
job, except it is not long enough to 
be efficient.

Measurements
Sp1 40.3 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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On the extrior wall in the Dining 
Room, the receptacle is colder 
than the rest of the wall, 
indicating a temperature loss. 
Recommend install gaskets 
under EVERY exterior wall 
receptacle or switch.

Measurements
Sp1 63.3 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Measurements
Sp1 58.3 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Measurements
Sp1 50.7 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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The supply register heated air 
measures 80 degrees.

Measurements
Sp1 80.5 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Formal Dining Room exterior 
wall shows a lack of insulation 
in the wall.

Measurements
Sp1 61.9 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Return Duct Chase (same wall in 
which the thermostat is mounted), 
shows a lack of insulation. There are 
2 ways this is not energy efficient. 
First, the heat loss caused by little or 
no insulation. Second, the thermostat 
(mounted on the same wall) will not 
be as accurate as if it were mounted 
to a neutral wall.

Measurements
Sp1 58.6 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Cold spot on the Upper Wall of 
the Formal Dining Room. Most 
likely some insulation is 
inadequate here.

Measurements
Sp1 57.3 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Main Entry Door is not sealed 
properly at the bottom. 21 
degree differential. This is due to 
the Aluminum Threshold under 
the door may conduct the cold 
outside air. Big Energy Loss 
here.

Measurements
Sp1 58.6 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F



Frey 01-14-2018

12/30

1/14/2018 4:38:53 PM °F

Sp1

80.2

53.5
FLIR0049.jpg FLIR E6 63991437

1/14/2018 4:38:53 PM

FLIR0049.jpg FLIR E6 63991437

Fireplace Chasein the center of 
the house has little to no 
insulation.

Measurements
Sp1 55.5 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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This photo is showing energy 
consumption of an XBOX...not 
even being used, just plugged 
up.

Measurements
Sp1 62.9 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Bedroom Ceiling should be checked 
for a roof leak or missing insulation.

Measurements
Sp1 57.9 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Measurements
Sp1 58.3 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Measurements
Sp1 43.9 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Rear Exterior Door showing some 
energy loss at the bottom. 
Recommend installing better 
weatherstripping and/or door sweep.

Measurements
Sp1 44.2 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Kitchen at Work. What you don't see 
in the color photo...the electric can 
opener, being plugged in, is still using 
energy when not in use.

Measurements
Sp1 74.5 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Night Light is plugged in, it is not 
"on", but is still using energy 24 
hours a day.

Measurements
Sp1 70.2 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Exterior wall near the Attic Access 
in the Laundry Room. Insulation 
has been disturbed.

Measurements
Sp1 55.1 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Cold Attic Access Door. 13 
degrees colder. Losing some 
heat in this room. Recommend 
sealing and insulating the 
access door.

Measurements
Sp1 55.7 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Master Bedroom trey ceiling has 
insufficient insulation.

Measurements
Sp1 63.8 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F



Frey 01-14-2018

23/30

1/14/2018 4:47:12 PM °F

Sp1

64.6

54.9
FLIR0071.jpg FLIR E6 63991437

1/14/2018 4:47:12 PM

FLIR0071.jpg FLIR E6 63991437

Master Bedroom Exterior Wall. 
This could be a gutter leak or just 
poor insulation. Since I do not 
notice any wall streaking, I 
assume lack of insulation.

Measurements
Sp1 55.4 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Master Bedroom Trey Ceiling. 
Lack of Insulation.

Measurements
Sp1 51.4 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Measurements
Sp1 62.8 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Possible water stain from varmints. 
This in the low part of the Master 
Bedroom ceiling.

Measurements
Sp1 60.4 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Master Bedroom Closet 
Hallway. The insulation has 
been distubed in the attic.

Measurements
Sp1 61.5 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F



Frey 01-14-2018

28/30

1/14/2018 4:48:53 PM °F

Sp1

69.8

51.3
FLIR0081.jpg FLIR E6 63991437

1/14/2018 4:48:53 PM

FLIR0081.jpg FLIR E6 63991437

This Photo in the Master Bathroom 
shows the difference in a few things 
in this room. 
Hot air at 91.4 degrees.
The window glass is 51.3.
The room temperature is 68 
degrees.

Measurements
Sp1 91.4 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F



Frey 01-14-2018

29/30

1/14/2018 4:49:10 PM °F

Sp1

69.0

50.6
FLIR0083.jpg FLIR E6 63991437

1/14/2018 4:49:10 PM

FLIR0083.jpg FLIR E6 63991437

52 degree glass

Measurements
Sp1 52.6 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F
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Exterior Wall near the toilet in the 
Master Bedroom. Possible gutter 
leak. A Security Camera is located in 
this area, so maybe some disturbed 
insulation in the attic.

Measurements
Sp1 55.0 °F

Parameters
Emissivity 0.95

Refl. temp. 68 °F


